As a consequence of energy crisis and pollution around the globe, many countries are shifting towards the renewable energy resources which are environmental friendly too i.e., solar energy. The aim of this research work is to design a solar powered geyser that can be used for domestic as well as for industrial purposes. The analytical model is constructed to understand the behavior of water temperature with respect to time and to the energy that can be generated from solar panel with and without glass glazing. The extensive experimentation was carried out at self designed test rig in Islamabad, Pakistan for six months i.e., Aug 2017 -Jan 2018. The response of the power output to the time in specific month and its efficiency is predicted and optimized. Moreover, electrical backup was integrated in closed loop feedback circuit to achieve maximum efficiency even in dark cloudy weather or a sunny day. Moreover, it is calculated that how much external power is required by the system in order to perform the task at different time intervals of the day. Analytical results were in good agreement with experimental results, with error of 9%.
Introduction
Solar based geysers are used for domestic usage where hot water is major thermal demand [1] . The most critical part of the solar geyser is solar collector. The conventional solar geyser operates on the principle that solar collector transform heat to the fluid in tank but it has several disadvantages i.e., performance of heat transfer is low, reverse heat flow and many other problems related to weight and size of the system [2] . Most of these irregularities can be sort out by using heat pipes in the solar collector to transfer energy. So, by using heat pipes, overall efficiency of the system can be improve [3] .
Many researchers have working on mechanisms of clean energy harvesting [4] . One of the most useful mechanism oamong them is to harvest energy using piezoelectric material [5] . Many researchers have analysed there thermal properties and thermal response to voltage generation [6, 7, 8] . The disadvantage of using such materials is that they can harvest energy for micro or nano electronics [9, 10, 11] . Raees et al. presented analytical, experimental and numerical model for these materials [12, 13] . Faisal et al. developed the fatigue analysis and material charcterization for thermal behavior [14] .
Latent heat of the fluid is able to transfer energy from one place to another by utilizing heat tubes in a sealed system by evaporation and condensation. The most critical working parameters of the heat tubes are that they should have low temperature gradient and use a small amount of working fluid [15] A lot of research has been done to study the two phase closed thermosiphon (TPCT) behavior and its thermal performance. The thermal performance parameter of TPCT i.e., bending position, working fluid, geometry cross section, fill ratio, heat input and boiling visualization has been of great interest for many researchers [16] .
Phase change process is the reason for geyser boiling phenomenon. Boiling occurs in a geyser because of gathered vapor generated in evaporator [17] . The thermosiphon effect works on a fact that density of hot water is less as compared to cold water. So, cold water will move towards solar collector due to higher specific density [18] . The storage tanks of solar geyser systems are mounted over the solar collectors to ensure the thermosiphon principle. When the solar radiations falls onto the solar collector, the water in the tubes of the collector absorbs heat from the radiations and then having lower specific density the hot water in the tubes start moving towards the storage tank of the system [19] . Meanwhile the cold water from the tank reaches down to the solar collector tubes replacing the hot water and in this manner the cycle starts to run in the system. This cycle continues to run till when the equilibrium temperature is achieved [20] . The overhead storage tank of the building has also to play its role in the solar systems. If the overhead tank is not above the storage tank of the solar systems then the thermosiphon effect in the solar system will not be working properly which will hinder the proper working of the solar system [21] . The problem for the solar powered geyser is; due to bad cloudy weather the solar collector is not able to absorb sufficient radiations which results in less energy generation then required [22] . In order to resolve this issue, a hybrid design is needed so that efficiency of the system is not compromised due to uncertain climate conditions [23] In this research work, a hybrid solar powered geyser is designed and fabricated for clean renewable energy that can be used for domestic as well as for industrial purposes. The analytical calculations are in good agreement with experimental data. Moreover, experimental calculations are also done in order to predict the requirement of average external power needed by the solar powered geyser for backup. This research work is divided in four sections. In section 1, motivation for this project, relevant literature review and introduction is provided. In section 2, analytical calculations are made for designing phase of project. In section 3, experimental campaign is explained. In section 4, results and discussion are demonstrated and finally conclusions are derived.
Analytical Phase
Prior to experimentation, analytical model for the desired system is constructed in order to analyze the performance parameters. The analytical phase is basically constituted of designing a hybrid solar powered geyser. The designing phase is further breakdown in to four major categories (i.e., solar panel design, design of geyser, design of backup plan as hybrid and feedback design) which all are interrelated to each other. The overall model of the system is shown in Fig. 1 (d) .
Geyser and Solar Panel Design Parameters
Geyser tanks for water storage are commercially available in different sizes according to the dependency of usage ranging from liters to gallons. The tank is designed in such a way that it should not increase the operational area for the system. By increasing the tank size too much, cost of storage tank will increase and solar collector size will also change depending on the size. The system size should be compact in order for its easy movement and installation. For this research work, 80l capacity tank of length 1m is used for storage. The inner radius of the tank is predicted from Equation 1 [24] .
Where, V is the volume of tank, r i is the the inner radius of tank and l is the length of tank. The material of tank was selected to be Galvanized Iron and thickness of GI sheet was selected to be 0.00064m. So, the outer radius r o of storage tank is calculated to be 0.16014m.
Although, increasing the panel area will increase the working and efficiency of the system, but it will also increase the size and cost of the system. So, the panel size should be economical in size and cost as well. The panel was designed according to following parameters [15] .
Where, A is the area of panel, l is the length of panel and w is the width of panel. Calculation of design parameters of panel to decide the desired area for optimum working of system is calculated as [25] :
Where, Q si is the Output Heat of the system, S i is the solar insulation, S a is the surface area and η d is the desired efficiency of the system. The output heat calculated is 4387500J for the value of solar insulation 937.5W h/m 2 . Heat per unit time can be defined as [24] :
Where, T h is the heating time andQ is the heat per unit time.Q is calculated as 1218.75W . Desired area of the panel can be formulated as: [26] .
Where, G is the incidence radiation, α is the absorption of the point and γ is the irradiation effect. The values of the coefficients are obtained from Table 1 .
Area required for the tubes is multiple of the total number of tubes and area of a single tube. In order to, calculate the area of a single tube A s :
From calculations, area of a single tube is 0.1934m 2 , total number of tubes is 8 and spacing between tubes is 0.10m. Radiation absorbed by the system is given in Table 1 [27] for further details of variables and constant see Ref. [28] .
Where, Q F is the radiation absorbed by the system andF The extra heat losses to plate from fluid. Mean fluid temperature can be formulated as:
Where, T F M is the mean fluid temperature and T F i , T F o are the inner and outer fluid temperature respectively. The calculated T F M is 315.5K. The extra heat losses from plate to fluid can be formulated as:
Where,
Where, U is the overall heat transfer coefficient from absorber plate, K is the thermal conductivity coefficient of absorber plate and t is the thickness of absorber plate. By substituting the values from Table 1 in Equs. 9-11, the value of m is 30.4997 and F is 0.72. The velocity of the fluid can be calculated as:
So, velocity of the fluid V f , is calculated as 0.000219 m/s. In order to get Reynold Number Equ. 13 is used and calculated to be 2.76. Nusselt number N u is calculated from the standard Nusselt table and found to be 5.635 as per calculation by Ravi [29] . So, the radiation absorbed by the fluid is 867.6W and outlet temperature is 326.51K.
Insulation plays a critical role in this phenomenon, in order to measure the parameters for insulation, the heat loss from the storage tank without using the insulation:
Where, Q noinsulation is the heat loss from the storage tank without using the insulation, ∆T is the change in temperature and ΣRth is the summation of thermal resistances. For this designed system thermal resistances are:
By substituting Equs. [16] [17] [18] [19] ; thermal resistance for convective 1 is 7.4mC/w, thermal resistance for convective 2 is 49mC/w, thermal resistance for cylinder is 1356mC/w and total thermal resistance is 57.4mC/w. So, Q noinsulation is 350.0175W.
In order to calculate the heat loss using an insulation, As glass wool insulation was used for insulating the storage tank. So:
Where, Q ins is the heat loss using an insulation and calculated to be 17.5W. For this designed system thermal resistances are:
Where, 
By substituting Equs. 17, 18, 21-23, ΣRth for insulation is calculated as 1.14 and thickness of insulation is calculated as 0.0508m. This thickness reduces the loss by 95%.
Hybrid and Feedback Design
In order to improve overall efficiency of the system, a hybrid closed loop programmable circuit for backup is also designed. This circuit is simulated in Proteus Software, LCD is attached in the circuit to get display of inputs and output parameters. In this research work, two inputs are designed i.e., Fluid temperature detection and Water level detection. Tracking of the collector to the sun is designed in correspondence to the setup design by Hua [30] . From the combination of these two inputs four output actions can be performed.
Auto adjusting of the solar panel in order to absorb maximum radiations. If the fluid in the tank is reached to specified temperature then remaining solar energy will be stored in batteries for future usage. If the weather is bad and stored solar energy is finished in batteries then system will be shifted to AC via inverter. If the level of water is low then the minimum level or specified temperature is obtained by fluid in the tank then it will power off the system and vice versa.
Experimentation
Extensive experimentation for 6 months i.e., August 2017 to Jan 2018 has been performed in Islamabad, Pakistan and readings are measured on all alternate days. Experimental campaign is shown in Fig. 1 . Experimental setup was designed and fabricated to investigate the effect of geyser boiling to performance characteristics [31] . Tracking of the collector to the sun is designed in correspondence to the setup design by Hua [30] . Experimentation was done in five different phases. In Phase 1, analytical results are compared with experimental results for time vs. fluid output temperature. In Phase 2, effect of length and diameter are analyzed with respect to fluid output temperature and its efficiency is analyzed. In Phase 3, Hourly average power is analyzed with respect to time. In Phase 4, Monthly average power is analyzed with respect to months. In Phase 5, efficiency of designed hybrid feedback backup plan is analyzed.
Results and Discussion
In phase 1, Fig. 2 (a) represents experimental data to analyze the effect of time from 10 minutes to 190 minutes with respect to output temperature of fluid. Experimentation is performed for solar geyser with and without mirror glaze. It is evident from the graph, the effect of time is a positive linear function up to 90 mins and 45 o C of output fluid temperature. After 90 mins of time the temperature tends to be constant for both cases i.e., with and without mirror glazing. The most critical point is 90 mins as after it the difference between mirror glazing and without mirror glazing increases. Fig. 2 (b) represents the analytical data vs. experimental data, the effect of time up to 1 hr is analyzed for the output temperature of fluid. Analytical data is in good agreement with experimental data with error of 8%. These results are in good agreement with work done for Madinah, Saudi Arabia by Benghanem [32] .
In phase 2, Fig. 3 (a) , the effect of variation in length of the collector absorbing plate from 0.5m to 2.5m is analyzed with respect to output fluid temperature. It is observed that with increasing length, the surface area is increasing and the heat absorbed is also increasing. Length can be varied up to certain limit as after it the cost of system increases; for greater length greater solar panel is needed. From Fig. 3 (a) , it was observed that length of a collector plays a vital role in the variation of output fluid temperature. So, in this phase efficiency of the system is analyzed with respect to variation in length of the collector as shown in Fig. 3 (a) . It is observed that with increase in the area of collector, the output fluid temperature increases but the overall efficiency of the system decreases. In Fig. 3 (b) , the effect of tube diameter ranging from 0.2m to 0.8m is analyzed with respect to output temperature of fluid. It is observed that the variation in dia. of tubes contributes a minimal role for output temperature of the fluid as well as for the overall efficiency of the system.
In phase 3, extensive experimentation has been carried out for six months on alternate days for 12 hours everyday. In Fig. 4 , average solar radiation data is collected for six months from Aug 2017 to Jan 2018 from time 07:00 am to 19:00 hours. It is evident from the graph that maximum solar radiation is obtained in the month of August at 13:00 hors in the noon. This result is in good agreement with the work of Bashir [24] for the month of January.
In phase 4, extensive experimentation has been carried out for six months on alternate days for 12 hours everyday. In Fig. 5 , average power is collected for six months from Aug 2017 to Jan 2018 from time 07:00 to 19:00 hours. It is evident from the graph that maximum solar radiation is obtained in the month of at 13:00 hors in the noon and minimum at 19:00.
In phase 5, Fig. 6 represents the input power required by the solar system in order to perform the heating of fluid inside the tank. It is observed that on average at the time of 11 am to 3pm no input power is required because at this time rate of irradiation is maximum and maximum input power is required at 19:00 as at this time it has minimum radiation absorption.
Conclusion
In this research work, a hybrid solar powered geyser is designed and its performance measurements are analyzed analytically and experimentally at Islamabad, Pakistan for 6 months (Aug 2017 -Jan 2018). Exper- imental results are in good agreement with analytical results with error less than 9%. Following conclusions can be made from this research work. The effect of heating is a linear function up to 90 min. of time, after this effect is constant for output fluid flow. By increasing the length of collector the output fluid temperature increases as more energy can be absorbed but the overall efficiency of the system decreases as the input power requirement of the system also increases with it and the dia. of tubes has minimal effect on efficiency of the system. Maximum solar radiations were absorbed in the month of August at time of 1 pm and minimum in the month of November at time of 7 pm. So, the maximum power that can be obtained from this designed system is 33W. The system is self-sufficient to generate energy from 11 am to 4 pm. After 4 pm external electrical power source is required to perform the desired operation. This system can provide a base for future experimental work and research work as well. 
